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 Abstract -  Interpolation is a means for accurately mod-
elling the exact switching instant in transient simulation
programs without using a small timestep. The paper
describes the construction of a number of control com-
ponents which perform such interpolation using
PSCAD/EMTDC as the simulation platform. A user can
connect these together to design an arbitrarily complex
controller of his or her choice. The developed librar
includes comparators, logic gates, flip-flops and other
typical control blocks necessary for power electronic
systems. A pulse width modulated (PWM) inverter sys-
tem is used to demonstrate the approach.
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I. INTRODUCTION

Power Electronic Circuits present a special prob-
lem for electromagnetic transients simulation. A typical
power electronic switch such as a thyristor or GTO may
open and close several times in a cycle. Finite time-ste
emtp-type programs usually allow such switchings to occur
on integral multiples of the time-step. However, this ca
cause various problems such as spurious inductive current
chopping and additional jitter in the values of various mea-
sured quantities. On the other hand, the finite time-step
approach usually results in faster simulation compared to
programs such as SPICE which can use a variable time
step. The interpolation approach allows for an exact repre-
sentation of the switching event, without having to use 
smaller timestep. This is achieved by linearly interpolating
all system quantities to the time of switching from the cal-
culated values at the timesteps bracketing the switchi
instant. This approach was originally introduced in the
Netomac Program [1], and has been shown by several
authors to produce highly accurate simulations [1,2].

The incorporation of interpolation into the solu-
tion of an electromagnetic transients simulation program is
usually carried out internally, i.e., access to this feature is
not readily available to arbitrary user developed control
blocks. The proliferation of power-electronic subsystems in
today’s electric industry has meant that vendors of emtp
type software are not able to provide typical inner-leve
control loops for every conceivable circuit topology. In
order to allow full flexibility to the user, a set of primitive

control building blocks is often present in several emtp-
type programs. However, these blocks have generally not
allowed the use of interpolation at every level, i.e., in ele-
ments such as logic gates and memory registers. 

The fully-interpolated controls library developed
here introduces the interpolation feature in all blocks- be
they analog or logic devices. The user can connect these
together to design a controller of his or her choice and be
assured of accuracy at every point in the path of the control
signal. The paper describes the implementation of such a
library for the PSCAD/EMTDC simulation environment
which allows for digital as well as analog (mixed-mode)
control blocks. The method of introducing interpolation in
comparators, logic gates, flip-flops and other typical con-
trol blocks is described. 

The efficacy of the approach is evaluated with
simple example cases such as a Pulse-width-modulated
(PWM) induction motor drive.

II. FIXED TIMESTEPS AND INTERPOLATION

A. Problems with Fixed Timestep Simulations

Emtp-type programs typically use a fixed time-
step for the numerical solution of the power system’s dif-
ferential equations. The trapezoidal rule is used to convert
the differential equations into algebraic equations that
allow for the calculation of the network voltages at the end
of a time-step from a knowledge of the sources and the ini-
tial values at the beginning of the time-step[3]. For most
HVDC/FACTS type studies a value o ∆ t in the range 25
µs-50 µ s is considered acceptable.

With semiconductor switches such as thyristors,
GTO devices and so on, the switch can only be turned on or
off at an integral multiple of this basic time-step. A 50 µ s

time-step corresponds to typically 1o of a fundamental fre-
quency waveform. This results in a number of drawbacks:

1. In the case of a thyristor or diode turning off, the cur-
rent zero may occur in between two points of the dis-
crete time grid. If the series element is inductive, 
spurious voltage spikes may arise. This is one reason 
why artificially large snubber circuits across the device 
may have to be modelled [4]. 

2. The 1o (approximately) jitter in firing angle leads to 
the generation of spurious non-characteristic harmon-
ics. This is particularly serious if there is a network 
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resonance in the neighborhood of these harmonic fre-
quencies [2]. 

3. The error may be compounded if several cascaded 
control or measurement blocks (i.e., extinction angle 

measurement) each have the 1o or so of uncertainty. 

Kuffel et. al.[5] report a total jitter of up to 5o while 
using a 50 µs time-step.

4. Certain simulation studies, such as modulation of dc 
for Sub-synchronous Resonance (SSR) damping 
require a modulation signal to the firing angle with an 
amplitude of fractions of a degree. The 50 µ s time-step 
is too coarse [2].

B. Methods for Precise Modelling of Switching Instants

HVDC and Static Var Compensation schemes

have a firing angle jitter specified to be about 0. o. It is
desirable that the simulation program at least reproduc

this accuracy. The 0.1o requirement translates into a time-
step in the order of 5µs or smaller. However, a time-step
this small could lead to a prohibitively large computation
time.

One way around this is to use a variable time-step
[6] so that if a switching instant is detected, the progra
changes to a small time-step and reverts to the original
time-step. However this requires a re-triangularization of
the matrix and in general results in longer CPU times as
compared to the interpolation method used in the curren
program.

Fig. 1. Simulated diode switching off at a current zero - 
fixed time-step

An alternative is to use linear interpolation [1,2,5].
This method can best be described with the example of 
simple diode. The waveform in Fig. 1 shows the current
through a diode with a standard fixed time-step switching
algorithm. The current reverses at some time in between ∆t
and 2∆t, but because of the discrete nature of the time-step,
the impedance of the device can only be made infinite (i.e.,
diode turns off) at integrals of ∆t. Here the simulated diode
actually turns of at time 2∆t, whereas in reality the process
should have occurred dt time units earlier. The first
recorded instant of zero current is thus at 3∆t.

Fig. 2. Simulated diode switching off at a current zero - 
with interpolation

Fig. 2 shows the same device with the switching
interpolated to the correct instant. As before, the progra
calculates the solution at t = ∆t and t = 2∆t. However, on
noticing that at the latter time, the current has already
crossed zero, it estimates the turn-off time to be t =1.2 ∆t
based on a linear interpolation of the current within the
switching interval. All the voltages and currents in the trap-
ezoidal solution method are then also interpolated to thi
intermediate time in a linear fashion. The admittance
matrix is then re-formulated and the solution continues
with the original time-step, yielding the new solution one
time-step later at t = 2.2 ∆t. One additional interpolation
step between t = 1.2 ∆t and 2.2 ∆t yields the solution at   t =
2 ∆t. The latter apparently cosmetic step is taken to put the
solution back on the original time grid. 

Similarly, interpolation can be introduced in the
generation of the firing pulses for power electronic circuit
as shown in Fig. 3. The firing angle (α ) is defined as the
time (converted to units of angle by multiplying with the
system’s angular frequency) from the zero crossing of the
forward biasing voltage to the time at which the firing
pulse is issued. The firing pulse is generated for example,
by the intersection of a timing ramp with the firing angle
order signal. The firing pulse forwarded to the emtp-type
algorithm now consists of two parts - the pulse itself which
can only be synchronous with a timestep and the interpola-
tion correction δt2 which we refer to as the “timestamp”.

Fig. 3. Firing angle measurement with and without interpo-
lation
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The additional correction δt2 is then passed to the

emtp-type algorithm so that the above described changes to
the solution process can be made.

Similarly, linear interpolation allows for a muc
more accurate measurement of α  by  u s in g  th e  a dd i -
t ional  cor rec t ion  t imestamp δt1 in  Fig. 3.

Although interpolation requires a few additiona
computations in the algorithm, it has been shown that this
only introduces a small computation time overhead[2,5].

The results obtained from interpolation using a
large time-step match those obtained with using a very
small time-step [2]. Thus using the above approach it is
possible to get very precise switching times without
recourse to a small time-step and the associated large CPU
time.

III. INCORPORATING INTERPOLATION IN LOGIC 
AND CONTROL BLOCK

Most programs supporing the interpolation feature
use interpolation internal to the algorithm. For example, a
firing angle order in degrees or radians could be supplied
by the user and implemented internally in the program
using the procedure described in the previous section.
However, it is a more complicated to include interpolation
in an arbitrary user-developed control system, particularly
one using logical components. This is important when the
user is attempting to model a firing control system for an
HVDC or FACTS converter as it would be implemented in

the real world where such components are used.

A. Incorporating Interpolation into Logic Gates

The process for incorporating interpolation into
logic components is described by considering the following
examples of modelling AND and OR gates. It should be
noted from the discussion in section IIB that for accurate
firing of the valve, two signals are necessary - firstly the
pulse itself which by necessity must be synchronous with a
timestep and secondly the “timestamp” δt. Any implemen-
tation of a logic gate should propagate both these signal
properly

Fig. 4. Implementation of the AND Gate

Fig. 3 illustrates an example situation, in which a
2-input, interpolated AND gate logic function encounter
an output transition during a simulation run. As shown,
Fig.5: Interpolated Control Components: Partial Lis
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logic input A transitions from 0 to 1 at time ∆t - δa, whereas
logic input B transitions from 0 to 1 at time 2 ∆t - δb. If A
and B were input to an interpolated AND gate, the output C
would transition from logic 0 to logic 1 at 2∆t - δb. There-
fore, the interpolation information passed to the output is δc

= δb.  If both inputs A and B were to transition during the
same timestep, then the input with the smallest interpolated
value would be passed to the output C. 

In an interpolated OR gate, the output C would
transition from logic 0 to logic 1 at ∆t - δa, so then the inter-

polation information passed to the output is δc = δa. Bold
lines As and Bs represent the output values (the first part of
the signal) as would be seen on a plot which would of
course be synchronous with the timestep. Similar consider-
ations apply to the timestamp for the 1 to 0 transition.

Thus the interpolated gate models include the
above rules for propogating the timestamp in addition t
generating the output pulse.

B.  Incorporating Interpolation into other Control Blocks

Interpolation can be introduced into other control
blocks in a similar manner. For instance, a comparator
component will detect when two signals cross one another.
Incorporating an interpolated time here is a simple matter
of generating an interpolated value as described in the pre-
vious sectio  with reference to the firing pulse generation
(Fig. 3). 

Fig. 6. Implementing the Monostable

An interpolated monostable multi-vibrator block
must consider an interpolated input, along with a user
defined time period. The block must now provide two
interpolation timestamps - δa associated with the trigger
pulse and  anothe r correction  δb,at  the end  of  the
monostable pulse as seen from Fig. 6.  

Using this approach several components have
been designed within the PSCAD/EMTDC interface. These
include logic gates, firing pulse generators, comparators,
timing circuits, signal generators and resetable integrators.
A partial list of these components is shown in Fig. 5. The
numeral two at the inputs or outputs is to indicate that two
pieces of information are being propagated - the signal
itself as in the conventional simulation and the interpola-

tion timestamp.

IV. SIMULATION EXAMPLE

The efficacy of the interpolation technique is dem-
onstrated using the simple Pulse Width Modulated Voltage
Sourced Inverter shown in Fig. 7 (taken from a screen cap-
ture of the PSCAD/EMTDC simulation palette). The con-
verter consists of six switching modules, each consisting of
a back to back IGBT (insulated gate bipolar transistor)
switch and diode. An input - side LC filter is provided to
smooth the current going to the dc supply. The load is a
delta connected RLC load. The firing pulses are generated
by comparing a high-frequency triangle ‘carrier’ wave with
the desired sinusoidal ‘signal’ waveform. The switch in the
upper bridge arm is turned on when the triangle wave i
below the signal and a lower arm switch is turned on when
the triangle wave is larger. This ensures a reduced har-
monic content in the load current. The control circuit
includes interpolated components, such as the waveform
generator and comparators as well as logic gates.

Typical load voltage and current waveforms are
shown in Fig. 8 where a modulation index (ratio of carrier
to signal frequencies) of 15 is used. A closer look at the
waveform of phase current is available in Fig. 9 which
shows the impact of various timestep and interpolation
options.

The results can be timestep dependent if interpola-
tion is not used as seen from Fig. 9a obtained with a 50 µs
timestep with and without interpolation. As can be seen,
there is a difference in the two waveforms. When a much
smaller timestep of 5µs is used, the results are virtually
identical to those obtained with the much larger timestep of
50 µs using interpolation. 

A similar result is obtained from a plot of the
spectrum of the load current. From Fig. 10a, without inter-
polation, using a 50 µs timestep results in a fair amount of
low order non-characteristic harmonics, in addition to the
expected harmonics of order 5, 7, 11, 13 and so on. When
interpolation is used, these non - characteristic harmonic
are no longer present and the effect is that of using a much
smaller timestep of 5 µs as seen in Fig. 10b. These spurious
non-characteristic harmonics can cause even further inac-
curacies if there are resonances in the network that can be
excited at these frequencies. 

Thus it is evident that the accuracy of the simula-
tion can be significantly improved when interpolation i
used.

V. CONCLUSIONS

The method of interpolation is extended to include
arbitrary logic and control components. Selecting these
new control elements from the graphical simulation palette
allows the user to model complex firing circuits for power
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Fig.7: Pulse Width Modulated Inverter and Control Circuit
electronic equipment. The solution accuracy is maintained
without recourse to a much smaller timestep. The addi-
tional penalty from using the interpolation method is mini-
mal. The simulated example of a PWM inverter clearly
shows this improved accuracy, both in the actual waveform
as well as in its harmonic spectrum.
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Fig. 8. Steady State Waveforms for PWM Inverter

Fig. 9. Interpolated / Non-interpolated Current Wavefor

Fig. 10. Comparison of Harmonics
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